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A NOTES:

1. EQUIPMENT SHALL BE

AND LOAD MAY BE ENERGIZED

INSTALLED IN ACCORDANCE WITH NEC ARTICLE 705.
2. PROVIDE WARNING SIGN PER NEC 690-17 READING "WARNING-ELECTRIC

SHOCK HAZARD-DO NOT TOUCH TERMINALS - TERMINALS ON BOTH THE LINE
IN THE OFF POSITION".
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NOTES:

EQUIPMENT SHALL BE INSTALLED IN ACCORDANCE WITH NEC ARTICLE 705.
PROVIDE WARNING SIGN PER NEC 690-17 READING "WARNING-ELECTRIC
SHOCK HAZARD-DO NOT TOUCH TERMINALS - TERMINALS ON BOTH THE LINE
AND LOAD MAY BE ENERGIZED IN THE OFF POSITION".

LABEL "WIND POWER SYSTEM DEDICATED kW-HR METER".

LABEL SWITCH AS "WIND GENERATOR SAFETY DISCONNECT SWITCH".
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